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DEH41721 

Clear Arc Shield 
Replacement Kit 
Line Shields 

 
  

Used with:   
30 - 200 Ampere Heavy Duty Switches. 
 

KIT CONTENETS 
SEQ DESCRIPTION QTY 

1 ARC SHIELD 1 
2 #10-16, Self-Tapping Screw 2 

 

 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
STEP 1. 
Remove existing Arc Shield from Safety Switch by 
removing qty. (2) #10-16 screws and save 
mounting hardware. 
 
STEP 2. 
 Arc Shield to be mounted on Switch by new or 
old (saved hardware) qty. (2) #10-16 screws. 
[Torque – 15 In-lbs]. See Figure 1 and 2. 
 

 

 

 

 

 

 

 

 

 

 

 
Hazards of electrical shock or burn! Turn off 
power before working inside this equipment. 

— 
Fig.1: Representation of Arc Shield 
(Figure may vary based on Switch Rating 

— 
Fig.2: Arc Shield for 200A Safety Switch 


