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GEJ3039 Installation Instructions 

Handle Padlock Device
Cat No. TEYPLD1
For Type TEY Breakers

Description 
Padlock device fits between breaker and 
Enclosure Cover

Assembly

Remove Enclosure Cover.
Press padlock device over breaker handle loss.
Replace enclosure cover.

1.
2.
3.
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