
 

21.05.2019  1/1 

—  
OPER ATING MANUAL 

External maintenance bypass with 
PDU for PowerValue 11RT G2 6-10 kVA 
Revision history 

 

Revision number Chapter Description Date 

REV-A N/A First release 03.05.2019 

REV-B 1.4 UPS disposal and recycling 21.05.2019 

 1.4.1 For professional users in the European 
Union 

 

 1.4.2 For disposal in countries outside of the 
European Union 

 

REV-C 4 Removed the “INSTALLATION BY A 
CERTIFIED SERVICE ENGINEER ONLY.” 
Box 

08.07.2020 

 4 Modified the NOTE box   

 4.1 Added a NOTE box  

 


