
Installation instruction 

Montageanleitung 

 

ZLBM00 sealing facility kit  

ZLBM00 sealing facility - 1SEP622224P0001 1SEP622319P0001 

 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

1. Operate fuse switch disconnector and position 

it in fuse change position, so that it is easy to 

access upper fuse holder 

Click 

2. Slide sealing facility in cut-out in transparent 

front-cover 

 

3. Press sealing facility with your thumb at the 

position marked with the black arrow in place 

4. Seal the ZLBM00 fuse switch 

disconnector front covers with your 

preferred sealing wire 


